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VALVE
PROPOSED 24"

24" WATER LINE
PROPOSED 223 LF OF

VALVE
PROPOSED 6"

OF FIRE HYDRANT LEG
PROPOSED 8 LF 

SLEEVE AND  VALVE 
PROPOSED 24" TAPPING

36" ENCASEMENT PIPE
PROP 156 LF OF 

TOP OF SLOPE
AT APPROXIMATE
BORE RECEIVING PIT
PROPOSED 10'x10'

1:1 SIDE SLOPE
ENTRY PIT WITH 

PROPOSED 20'x40' 

24" ENCASEMENT PIPE

PROP 92 LF OF 

24" UTILITY PIPE
ABANDON 154 LF OF

-WL-6- STA 0+00.00
-WL-5- STA 8+37.33
PROPOSED 24"x24"x24" RJ TEE

-WL-5- STA 6+98.61 
PROP 24"x24"x6" RJ TEE

FIRE HYDRANT
PROPOSED

OF FIRE HYDRANT LEG
PROPOSED 16 LF 

-WL-5- STA 3+53.28 
PROP 24"x24"x6" RJ TEE SLEEVE AND VALVE

PROPOSED 24" TAPPING 

PROPOSED 24"x12" RJ REDUCER

24" WATER LINE
PROPOSED 5 LF OF 

OF 18" RCP
REPLACE 16 LF 

OF 24" RJ PIPE
APPROX 165 LF 

PWM

PWM

1:1 SIDE SLOPE
ENTRY PIT WITH 
PROPOSED 20'x40' 

VALVE
PROPOSED 6"

VALVE
PROPOSED 24"

VALVE
PROP 24"

OF 24" WATER LINE
PROP. 875 LF

ENCASEMENT
92 LF 24" 
BORE AND JACK OF

156 LF 36" ENCASEMENT
BORE AND JACK OF

EXIST 24" RJDIP
300 LF OF 

SEE PWC DETAIL W.26
DUCK AND UNDER

TOP OF SLOPE
AT APPROXIMATE

BORE RECIEVING PIT
PROPOSED 10'x10'

DESIGN BY OTHERS
WATER LINE
PROPOSED AQUA

DESIGN BY OTHERS
WATER LINE

PROPOSED AQUA 

NOTES
CONSTRUCTION 
SEE UTILITY 
(PWC W-22)
WATER MAIN KILLOUT

BY BORE AND JACK

ENCASEMENT W/ 24" CL50 RJDIP

36"x 0.375" THICK STEEL

PROPOSED 156 LF OF

SEE UTILITY CONSTRUCTION NOTES

(PARCEL 46 & 47)
CONSTRUCTION NOTES 
SEE UTILITY 

(PARCEL 48)
CONSTRUCTION NOTE 

SEE UTILITY 

CONSTRUCTION NOTES)
LINE (SEE UTILITY 
OF WATER SERVICE 
AND PROP 10 LF
RELOCATE 1" METER 

CONSTRUCTION NOTES)
LINE (SEE UTILITY 
OF WATER SERVICE 
AND PROP 16 LF
RELOCATE 1" METER 

NOTES
CONSTRUCTION 
SEE UTILITY 

CONSTRUCTION NOTES
SEE UTILITY 

FOR STORM REPLACEMENT
SEE UTILITY CONSTRUCTION NOTES

24" BUTTERFLY VALVE

REMOVE EXIST

NOTES
CONSTRUCTION 

SEE UTILITY 

NOTES
CONSTRUCTION 
SEE UTILITY 

MANHOLE
ADJUSTMENT OF 

HYDRANT
FIRE

REMOVE 

TH7

TH8

TH9

TH10 TH11

ADJUSTMENT OF MANHOLE

ADJUSTMENT OF MANHOLE

CONSTRUCTION NOTES)
LINE (SEE UTILITY
OF WATER SERVICE 
AND PROP 16 LF
RELOCATE 1" METER 

B-61

B-60
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APPROVED BY:

UTILITY CONSTRUCTION

TRANSPORTATION

DEPARTMENT OF

NORTH CAROLINA

PLANS ONLY

UTILITY CONSTRUCTION
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FAX:(919)250-4151
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DUCTILE IRON WATER PIPE FITTINGS
PROPOSED 17,191 POUNDS OF 

UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 
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SEE SHEET UC-35 AND SHEET U-36
SEE SHEET UC-35 FOR -WL-6- PROFILE
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15"
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COLLAR & EXTEND 
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"
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CBCBCBCBCBCB
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DI

DI
DIDIDIDI

DI
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EXISTING 18" RCP
TIE TO 

EXISTING 6" RCP
TIE TO 

VERIFY INLET
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CB

CB

OF 18" RCP
REMOVE +/- 6' 
TIE TO 18" RCP

REMOVE DI
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DB 3223 PG 630
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FAX:(919)250-4151
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DUCTILE IRON WATER PIPE FITTINGS
PROPOSED 2,700 POUNDS OF 

UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 
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93

CONNECTION

NO VISIBLE

TRAPS

GREASE

P

PNG 8" PL

PNG 4" 

PNG 8" PL

PNG 4" 

PWC 24" DIP

PWC 24" DIP

AQUA 8" PVCAQUA 8" PVC

AQUA 6" PVC

Elv. 211.21

E 1998430.1040

N 468700.2610

TH 13

TH 12B

Elv. 214.80

E 1998202.8703

N 468645.8430
TH 12A

Elv. 211.81

E 1998202.8672

N 468645.8399

Elv. 211.21

E 1998430.1040

N 468700.2610

TH 13

TH 12B

Elv. 214.80

E 1998202.8703

N 468645.8430
TH 12A

Elv. 211.81

E 1998202.8672

N 468645.8399
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b b

H
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PWC 24" DIP
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GV GVG
V

TH12 TH13

-WL-7-

-WL-8-

24" UTILITY PIPE
ABANDON 972 LF OF

OF 12" WATER LINE 
PROPOSED 1391 LF 

FIRE HYDRANT
PROPOSED

VALVE
PROPOSED 6"

-WL-8- STA 1+26.57 
PROP 24"x24"x6" TEE

OF FIRE HYDRANT LEG
PROPOSED 14 LF 

-WL-8- STA 6+08.62
(PWC STD DETAIL W.16)
RELEASE VALVE 
COMBINATION AIR/VACUUM 
PROP. 2" AUTOMATIC 

VALVE
PROPOSED 6"

-WL-8- STA 10+01.60 
PROP 24"x24"x6" TEE

OF FIRE HYDRANT LEG
PROPOSED 19 LF 

FIRE HYDRANT
PROPOSED

VALVE
PROPOSED 24"

OF PIPE REMOVAL
PROPOSED 335 LF 

RELEASE VALVE
PROPOSED 2" AIR 

24" WATER LINE
PROPOSED 1030 LF OF

RELEASE VALVE
REMOVE AIR 

ABANDONED GAS MAIN
REMOVE AND DISPOSE 

DESIGN BY OTHERS
WATER LINE

PROPOSED AQUA 

BURIED AT DRIVEWAY
TO HYDRANT);
WATER MAIN (FROM HYDRANT 
TEMPORARY 388 LF OF 8" 

NOTES
CONSTRUCTION 
SEE UTILITY 
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SEE SHEET UC-36 FOR -WL-8- PROFILE
SEE SHEET UC-35 AND UC-36 FOR -WL-7- PROFILE
SEE SHEET UC-3A FOR REFERENCED NOTES
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HYDRANT 
REMOVE FIRE 

DESIGN BY OTHERS
WATER LINE 
PROPOSED AQUA 

VALVE
PROPOSED 6"

OF FIRE HYDRANT LEG
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SEE SHEET UC-38 & UC-39 FOR -WL-13- PROFILE
SEE SHEET UC-38 FOR -WL-12- PROFILE
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AMH

AMH/AB

AMH

MWF

UC-9A

MANHOLE
ABANDON UTILITY

SANITARY GRAVITY SEWER
PROP. 87.9 LF OF 8" 

8" UTILITY PIPE
ABANDON 40 LF OF

(SEE NOTE 1)
FOR BYPASS PUMPING
DOWNSTREAM MANHOLE
353 LF TO NEXT 

UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

AND OUTSIDE SSMH
AND PLUG INSIDE SSMH 
REMOVE SEWER FROM SSMH

SEWER CLEAN-OUT
PROP SANITARY

SEE DETAIL S-15
8" SDR-26 PVC

SEWER REPAIR WITH 

4" SEWER SERVICE LINE
PROPOSED 26.3 LF OF 

SANITARY GRAVITY SEWER
PROP. 91.1 LF OF 8" 

MANHOLE WALL 4' DIA
PROPOSED 0.88' UTILITY 

UTILITY MANHOLE
PROPOSED 4' DIA

6.93% SLOPE
4" SEWER SERVICE @

SEE NOTE 3

UTILITY MANHOLE
PROPOSED 4' DIA

MANHOLE WALL 4' DIA
PROPOSED 6' UTILITY 

SEE PWC DETAIL S-18
TO EXISTING MANHOLE
CONNECT PROPOSED SEWER

-SL-1- STA 0+00
EXIST MH 1

-SL-1- STA 0+91.10
PROP MH 2

-SL-1- STA 1+79.01
PROP MH 3

MANHOLE
ADJUSTMENT OF 

WATERLINE INFORMATION, TYP.
REFER TO SHEET UC-9 FOR PROPOSED

WATERLINE INFORMATION, TYP.
REFER TO SHEET UC-9 FOR PROPOSED

CONTSTRUCTION NOTES
SEE UTILITY 

INV OUT-185.14'(+/-)
RIM-189.90'(+/-)

PROPOSED CLEAN OUT 
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SEE SHEET UC-56 FOR -SL-1- PROFILE
SEE SHEET UC-3A FOR REFERENCED NOTES
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